
DWR Water Quality Summary

DWR WATER QUALITY SUMMARY
2008 WWD SWP PUMP-IN PROJECT

Arsenic, Nitrate & Selenium are primary drinking water standards

Sulfate, Chloride, Nitrate & TDS are secondary drinking water standards
^Arsenic Federal Standard of 10ppb is used instead of the 50ppb from the CA State T22 Standard.
* 1100 mg/L per the WWD/SWC/DWR agreement
** Wet-chemical oxidation (Standard Methods part 5310 D)
*** DWR is collecting the T22 samples, BSK Laboratory is analyzing them, and WWD is maintaining the results on their spreadsheet.
FLIMS project is titled: "WWD Pump In 2008".  Remember all pump-in samples start with "GKA".
QUAD = T: Township, R: Range, S: Section, T: Tract (ex. T15S R13E S14 T:A).  Tracts are A - N (no I or O). 
WWD List of 6 Contstiuents of Concern (As, NO3, SO4, B, Br, TDS)

Constituents & MCL from DWR Bryte Lab analysis

10 ug/L 0.05 mg/L 45 mg/L 600 mg/L 250 mg/L 1100 mg/L 6.5- 900 uS/cm mg/L N/A 2.0 mg/L

48 hr turn 
around 48 hr 48 hr 48 hr 1-2 week 1-2 week 8.5 48 hr 72 hr 1-2 week 48 hr o C

1 105.20L 141202R02 8/25/2008 8 0.004 1.9 624 154 1290 6.88 1952 1 0.72 2.2 28.9 9/2/2008
2 105.20L 141202R04 Failed WWD sampling.
3 105.21L 141202R03 8/25/2008 10 0.004 1.2 558 110 1140 7 1673 1 0.59 1.8 29.4 9/2/2008
4 105.60L 141201Q01
5 106.35 141307EO3 Failed WWD sampling.
6 107.10R 141225D01 8/5/2008 7 0.001 <0.1 479 71 835 7.2 1456 1.1 0.35 1.9 27.3 8/8/2008
7 107.10R 141225D01 8/5/2008 see WWD for T22 results
8 107.46R 141317D02 Failed WWD sampling.
9 107.63R 141319R01 Failed WWD sampling.

10 108.46 141321P01 not pumping
11 108.46 141328P01 9/23/2008
12 108.85L 141316N05
13 110.49L 141322A01
14 110.49L 141322Q01 8/25/2008 7 0.002 0.7 529 68 1060 7.38 1572 2 0.3 1.5 29.2 9/2/2008
15 110.50L 141314P01
16 110.52L 141323EO2
17 111.02R 141327E01 9/5/2008 7 0.001 <0.1 357 49 800 8.1 1251 4.7 0.24 1.56 32.4 9/15/2008

Chloride ConductivityTDS* pH

Bryte Lab 
Report 
DateTOC**

DWR 6COC 
Sample Date

Bromide Boron

# DWRMilepost

DWR 
Resample 

Date
State Well 

ID #

Water 
Temp

T22 Sample 
Date***

Arsenic^ Selenium Nitrate Sulfate
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DWR Water Quality Summary

WWD List of 6 Contstiuents of Concern (As, NO3, SO4, B, Br, TDS)
Constituents & MCL from DWR Bryte Lab analysis

10 ug/L 0.05 mg/L 45 mg/L 600 mg/L 250 mg/L 1100 mg/L 6.5- 900 uS/cm mg/L N/A 2.0 mg/L

48 hr turn 
around 48 hr 48 hr 48 hr 1-2 week 1-2 week 8.5 48 hr 72 hr 1-2 week 48 hr o C

Chloride ConductivityTDS* pH

Bryte Lab 
Report 
DateTOC**

DWR 6COC 
Sample Date

Bromide Boron

# DWRMilepost

DWR 
Resample 

Date
State Well 

ID #

Water 
Temp

T22 Sample 
Date***

Arsenic^ Selenium Nitrate Sulfate

18 111.91R 151305D02 Failed WWD sampling.
19 113.77 141328P02 9/6/2008 8 0.007 3.6 644 80 1233 8.1 1729 1.9 0.42 1.9 31.8 9/12/2008
20 114.00R 151316L01
21 114.00R 151314A01 6/23/2008 24 <0.001 <0.1 314 53 736 8.3 1044 0.7 0.3 1.5 31.7 6/26/2008
22 114.00R 151316M01
23 115.00L 151312M03 Failed WWD sampling.
24 115.00L 151407E01 7/28/2008 10 0.001 <0.1 340 44 748 7.1 1126 2.3 0.24 1.24 29.8 8/4/2008
25 115.00L 151407E01 8/25/2008 see WWD for T22 results
26 115.00R 151313F01 7/2/2008 15 0.003 1.2 480 70 1000 N.A. 1438 1.7 0.39 1.5 28.6 7/8/2008
27 115.43L 141536F-
28 116.91R 151322M01
29 116.91R 151322P01
30 117.51L 151419Q01 6/18/2008 8 0.001 <0.1 433 56 835 8.2 1218 1.3 1.4 0.3 25 6/25/2008
31 117.51L 151419Q01 7/15/2008 see WWD for T22 results
32 117.51L 151419F01 7/9/2008 6 0.002 0.6 440 50 861 8.2 1257 1.1 0.26 1.4 29.8 7/16/2008
33 117.51L 151419F01 7/15/2008 see WWD for T22 results
34 118.46R 151431D01 7/28/2008 3 0.001 2 38 77 270 7.4 490 3.8 0.25 0.162 23.6 8/4/2008
35 118.46R 151431D01 7/29/2008 see WWD for T22 results
36 119.56R 151336Q01
37 120.80L 161404D01
38 122.59RA 161427P01
39 123.05L 151435B01
40 123.05L 161403H01
41 123.05L 161411G01 7/16/2008 6 0.001 0.8 490 33 887 7.3 1265 0.9 0.14 1.6 28.7 7/21/2008
42 123.89R 161413D01
43 123.89R 161424E01
44 124.18R 161424N01 not pumping
45 124.18L 161411G02 8/25/2008 6 0.002 0.9 506 33 886 7.84 1241 1 0.15 1.6 30.5 9/2/2008
46 124.18L 161411G03
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WWD List of 6 Contstiuents of Concern (As, NO3, SO4, B, Br, TDS)
Constituents & MCL from DWR Bryte Lab analysis

10 ug/L 0.05 mg/L 45 mg/L 600 mg/L 250 mg/L 1100 mg/L 6.5- 900 uS/cm mg/L N/A 2.0 mg/L

48 hr turn 
around 48 hr 48 hr 48 hr 1-2 week 1-2 week 8.5 48 hr 72 hr 1-2 week 48 hr o C

Chloride ConductivityTDS* pH

Bryte Lab 
Report 
DateTOC**

DWR 6COC 
Sample Date

Bromide Boron

# DWRMilepost

DWR 
Resample 

Date
State Well 

ID #

Water 
Temp

T22 Sample 
Date***

Arsenic^ Selenium Nitrate Sulfate

47 124.18L 161412N02 not pumping
48 125.33L 161506P02
49 126.15L 161518P04 not pumping
50 126.65L 161520B01 Failed WWD sampling.
51 126.65L 161520H01 7/16/2008 6 0.001 0.8 490 33 887 7.3 1265 0.9 0.14 1.6 28.7 7/21/2008
52 126.65 161518Q01 6/26/2008 3 0.038 6.1 611 78 1150 7.5 1517 1.2 0.49 0.635 23.9 6/30/2008
53 127.40L 161529J02
54 127.41L 161518H01 6/26/2008 3 0.038 19 696 76 1310 7.8 1653 0.8 0.5 0.679 22.9 6/30/2008
55 128.54L 161532A06 6/25/2008 7 0.003 0.6 414 50 811 7.1 1156 1 0.24 1.52 28.3 6/30/2008

56 130.20L 161534P01 Failed WWD sampling.
57 130.85L 161526P02 not pumping
58 130.85L 161536N02

59 132.77L 171513A01 Failed WWD sampling.
60 132.77L 171513D02 Failed WWD sampling.

61 132.77L 171513M01 Failed WWD sampling.

62 133.81L 171618N02 6/26/2008 4 0.003 1.5 571 100 1080 7.8 1535 1.9 0.46 1.86 28 6/30/2008
63 133.81L 171618N02 8/5/2008 4 0.003 1.66 548 96 1074 8 1524 0.9 0.47 1.84 25 8/8/2008
64 133.81L 171618N02 7/28/2008 see WWD for T22 results
65 133.81L 171618P01 7/29/2008 2 0.002 <0.1 525 81 965 6.6 1432 1.5 0.46 1.9 23.3 8/4/2008
66 133.81L 171618P01 7/28/2008 see WWD for T22 results
67 135.48RA 171526A01
68 135.48RA 171526H01 Failed WWD sampling.
69 135.48RB 171536B01

70 135.96R 171526L01 Failed WWD sampling.
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WWD List of 6 Contstiuents of Concern (As, NO3, SO4, B, Br, TDS)
Constituents & MCL from DWR Bryte Lab analysis

10 ug/L 0.05 mg/L 45 mg/L 600 mg/L 250 mg/L 1100 mg/L 6.5- 900 uS/cm mg/L N/A 2.0 mg/L

48 hr turn 
around 48 hr 48 hr 48 hr 1-2 week 1-2 week 8.5 48 hr 72 hr 1-2 week 48 hr o C

Chloride ConductivityTDS* pH

Bryte Lab 
Report 
DateTOC**

DWR 6COC 
Sample Date

Bromide Boron

# DWRMilepost

DWR 
Resample 

Date
State Well 

ID #

Water 
Temp

T22 Sample 
Date***

Arsenic^ Selenium Nitrate Sulfate

71 136.03L 171630F01 well is non-operational.
72 136.03L 171614P01 6/23/2008 3 <0.001 <0.1 327 33 590 8.6 917 1.0 0.11 1.1 29.1 6/26/2008
73 136.03L 171614P01 7/14/2008 see WWD for T22 results
74 136.03L 171630Q01 7/1/2008 3 0.002 <0.1 440 109 911 7.6 1407 1.6 0.47 1.8 31.8 7/8/2008
75 136.03L 171630Q01 8/5/2008 see WWD for T22 results
76 137.00R 171536Q02
77 137.31L 181606A02 7/1/2008 4 0.004 0.5 557 172 1180 7.4 1788 1.9 0.74 1.8 18.65 7/8/2008
78 137.31L 181606A02 7/15/2008 2 0.001 <0.1 532 110 1080 8.5 1693 2.3 0.4 2.1 33.2 7/21/2008
79 137.31L 181606A02 7/29/2008 see WWD for T22 results
80 137.83L 181606F01 7/15/2008 4 0.003 0.4 550 170 1200 N.A. 1806 2.7 0.71 1.89 38.3 7/21/2008

81 137.83L 181603N01 7/9/2008 3 0.001 2.9 47 79 292 7.9 522 N.A 0.23 0.2 26.9 7/16/2008
82 137.83L 181603N01 7/14/2008 see WWD for T22 results

83 138.24L 181605N01 7/1/2008

NOT 
PUMPING 

AS OF 
7/14/08. 3 0.001 <0.1 464 90 904 7.5 1408 1.9 0.37 1.7 34.7 7/8/2008

84 138.24L 181605N01 8/26/2008 see WWD for T22 results
85 139.40L 181609R01 7/1/2008 4 0.003 <0.1 360 228 962 7.8 1605 2.1 0.93 1.5 33.3 7/8/2008
86 139.40L 181609R01 7/14/2008 see WWD for T22 results
87 140.55LB 181615N02 7/14/2008 2 0.001 <0.1 478 118 1020 8.2 1550 2.5 0.48 1.64 35.2 7/21/2008
88 140.55LA 181617R02 7/1/2008 1 0.002 0.1 520 86 1040 7.1 1512 1.7 0.39 1.4 30.1 7/8/2008
89 140.55LA 181617R02 8/5/2008 see WWD for T22 results

90 141.02R 181620F01

NOT 
PUMPING 

AS OF 
7/14/08.

91 141.55L 181621Q02 6/25/2008 2 <0.001 <0.1 464 48 823 7.6 1224 0.7 0.16 1.51 34.7 6/30/2008
92 142.21R 191610N01 6/25/2008 3 0.001 0.2 526 108 1020 7 1546 1.6 0.48 1.68 33.4 6/30/2008
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WWD List of 6 Contstiuents of Concern (As, NO3, SO4, B, Br, TDS)
Constituents & MCL from DWR Bryte Lab analysis

10 ug/L 0.05 mg/L 45 mg/L 600 mg/L 250 mg/L 1100 mg/L 6.5- 900 uS/cm mg/L N/A 2.0 mg/L

48 hr turn 
around 48 hr 48 hr 48 hr 1-2 week 1-2 week 8.5 48 hr 72 hr 1-2 week 48 hr o C

Chloride ConductivityTDS* pH

Bryte Lab 
Report 
DateTOC**

DWR 6COC 
Sample Date

Bromide Boron

# DWRMilepost

DWR 
Resample 

Date
State Well 

ID #

Water 
Temp

T22 Sample 
Date***

Arsenic^ Selenium Nitrate Sulfate

93 142.58R 181629E01 6/25/2008 8 0.012 6.9 572 168 1230 6.7 1720 0.7 0.81 1.24 29.6 6/30/2008

94 142.58R 181629N02 Failed WWD sampling.
95 143.00L 181628R01 6/25/2008 3 0.007 6.5 562 94 1070 7 1473 0.5 0.37 1.03 25.3 6/30/2008
96 143.00L 181627N01 8/5/2008 1 0.008 6.04 596 92 1140 8.25 1565 0.5 0.39 1.06 34.8 8/8/2008
97 143.00L 181627N01 8/5/2008 see WWD for T22 results
98 143.21R 181634N02 7/29/2008 3 0.001 1.9 37 72 260 7.7 465 3.8 0.22 0.165 24.4 8/4/2008
99 143.21R 191615N01 7/16/2008 2 0.001 0.3 505 108 1040 7.9 1575 1.1 0.47 1.67 31.8 7/21/2008
100 144.25L 181626F02 6/25/2008 3 0.003 <0.1 394 194 958 7 1518 0.7 0.8 1.42 34.2 6/30/2008
101 144.25L 181626F02 8/26/2008 3 0.003 <0.1 396 188 949 7.17 1500 1.7 0.77 1.4 33.5 9/2/2008
102 144.25L 181626F02 8/26/2008 see WWD for T22 results
103 146.35L 181720N02
104 147.75RC 191707L01

105 147.75RC 191720B01 Failed WWD sampling.
106 151.59R 191721R01 Failed WWD sampling.

107 151.59R 191722M01 Failed WWD sampling.
108 152.75L 191723R01 7/16/2008 2 0.002 4.4 531 62 1014 7.3 1425 1.5 0.25 0.812 25.5 7/21/2008
109 153.10R 191726H01
110 154.10L 191736A01 7/16/2008 2 0.001 1.1 434 57 894 7.2 1262 1.1 0.23 0.826 26.1 7/21/2008
111 155.15L 191831N01 7/29/2008 2 0.002 1.8 530 53 980 7.0 1373 1 0.18 0.776 27.7 8/4/2008

112 156.34R 201807EO1 Failed WWD sampling.
113 156.37LB 201805H01
114 156.37LA 201806Q01
115 156.40L 201808M01
116 156.40L 201809EO1
117 156.40L 201809N01 not pumping
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WWD List of 6 Contstiuents of Concern (As, NO3, SO4, B, Br, TDS)
Constituents & MCL from DWR Bryte Lab analysis

10 ug/L 0.05 mg/L 45 mg/L 600 mg/L 250 mg/L 1100 mg/L 6.5- 900 uS/cm mg/L N/A 2.0 mg/L

48 hr turn 
around 48 hr 48 hr 48 hr 1-2 week 1-2 week 8.5 48 hr 72 hr 1-2 week 48 hr o C

Chloride ConductivityTDS* pH

Bryte Lab 
Report 
DateTOC**

DWR 6COC 
Sample Date

Bromide Boron

# DWRMilepost

DWR 
Resample 

Date
State Well 

ID #

Water 
Temp

T22 Sample 
Date***

Arsenic^ Selenium Nitrate Sulfate

118 157.39R 201712N01
119 157.39R 201723J03
120 158.47R 201714R01
121 158.47R 201819D03
122 158.47R 201819P01 7/30/2008 2 0.008 15.6 586 62 1060 6.54 1476 1 0.25 0.674 25.2 8/4/2008
123 158.95L 201820E01 7/30/2008 3 0.001 1.3 417 47 800 7.9 1182 1.1 0.23 0.697 24.3 8/4/2008
124 158.95L 201820E01 8/4/2008 see WWD for T22 results

125 160.45L 201833E01 Failed WWD sampling.
126 160.50RD 201725K01 7/30/2008 2 0.003 8.9 463 40 860 7.2 1221 1.2 0.17 0.583 25.4 8/4/2008
127 160.50RA 201734D01
128 160.50RA 201735D02 7/30/2008 2 0.013 23.2 485 48 907 7.4 1287 1.8 0.2 0.589 35.3 8/4/2008
129 160.50RC 201831C01
130 160.68L 201832N02

131 160.68L 201829M01

Not pumping 
as of 7/30/08 -
no sampling 

port.
132 160.68L 201832E01 7/29/2008 3 0.002 7.9 442 44 812 N.A. 1180 1.1 0.2 0.514 26.2 8/4/2008
133 160.68L 201832E01 8/4/2008 see WWD for T22 results
134 161.50R 211806N01 Failed WWD sampling.
135 161.63L 211805C01 6/18/2008 2 0.006 19.9 510 38 877 8.1 1204 1.0 0.4 0.2 25.5 6/25/2008
136 161.63L 211805C01 7/1/2008 2 0.002 13.9 503 35 879 N.A. 1236 1 0.15 0.5 26.5 7/8/2008
137 161.63L 211805C01 7/15/2008 see WWD for T22 results
138 162.08L 211805M01 7/1/2008 2 0.007 19.6 492 37 879 N.A. 1232 1.2 0.16 0.4 26.1 7/8/2008
139 162.08L 211805M01 7/15/2008 see WWD for T22 results
140 162.10R 211806G01 not pumping
141 162.63L 211809D02 7/29/2008 2 0.007 17.5 524 42 932 N.A. 1292 1.7 0.19 0.411 25.9 8/4/2008
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WWD List of 6 Contstiuents of Concern (As, NO3, SO4, B, Br, TDS)
Constituents & MCL from DWR Bryte Lab analysis

10 ug/L 0.05 mg/L 45 mg/L 600 mg/L 250 mg/L 1100 mg/L 6.5- 900 uS/cm mg/L N/A 2.0 mg/L

48 hr turn 
around 48 hr 48 hr 48 hr 1-2 week 1-2 week 8.5 48 hr 72 hr 1-2 week 48 hr o C

Chloride ConductivityTDS* pH

Bryte Lab 
Report 
DateTOC**

DWR 6COC 
Sample Date

Bromide Boron

# DWRMilepost

DWR 
Resample 

Date
State Well 

ID #

Water 
Temp

T22 Sample 
Date***

Arsenic^ Selenium Nitrate Sulfate

142 162.63L 211809L01 8/26/2008 2 0.007 11.4 471 41 837 7.29 1173 0.7 0.18 0.4 26.1 9/2/2008
143 162.63L 211809L01 8/27/2008 see WWD for T22 results
144 162.64L 211808B01
145 162.64L 211804N01 8/5/2008 5 <0.001 1.55 264 21 546 6.9 794 <0.5 0.1 0.503 28.7 8/8/2008
146 162.64L 211804N01 8/5/2008 see WWD for T22 results
147 163.69L 211815C01 7/29/2008 4 0.003 3.4 340 30 640 N.A. 955 1.1 0.13 0.445 28.0 8/4/2008
148 163.69R 211807EO1 Failed WWD sampling.
149 163.69R 211808D01
150 164.00R 211818G01 not pumping
151 164.11R 211724G01 not found
152 164.11R 211724J01 not pumping
153 164.11R 211818G03
154 164.11 211818R01 6/25/2008 2 0.006 N.A. 468 71 908 1287 0.6 0.39 0.445 6/30/2008
155 164.54R 211818R03 7/1/2008 2 0.006 14 489 42 852 N.A. 1224 0.9 0.2 0.4 25.5 7/8/2008
156 164.55LB 211816E01
157 164.55LB 211816P01 7/1/2008 2 0.022 15 512 66 950 N.A. 1347 0.8 0.32 0.4 25.9 7/8/2008
158 164.55LB 211816P01 7/15/2008 see WWD for T22 results
159 164.55LA 211817N03 7/1/2008 2 0.01 12 465 42 868 N.A. 1218 0.7 0.24 0.4 26.1 7/8/2008
160 164.55LA 211817N03 7/15/2008 see WWD for T22 results
161 164.55LC 7/1/2008 2 0.009 14 488 38 889 1241 0.7 0.22 0.4 7/8/2008
162 164.55(17-1) 7/1/2008 N.A. 1274 26.3
163 164.63R 211818R01
164 164.79 R 211829D01 7/28/2008 3 0.001 8.2 320 42 658 7.4 976 1 0.25 0.467 29.6 8/4/2008
165 164.79R 211829D01 8/4/2008 see WWD for T22 results
166 167.04L 211823E01 7/15/2008 4 0.003 2.2 328 33 644 8.1 958 0.9 0.15 0.478 27.7 7/21/2008
167 167.04L 211827E01
168 167.04L 211823D06 9/22/2008

169 167.04L 211919C03 7/9/2008 4 0.001 1.1 212 46 509 7.7 823 N.A 0.13 0.6 28.1 7/16/2008
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WWD List of 6 Contstiuents of Concern (As, NO3, SO4, B, Br, TDS)
Constituents & MCL from DWR Bryte Lab analysis

10 ug/L 0.05 mg/L 45 mg/L 600 mg/L 250 mg/L 1100 mg/L 6.5- 900 uS/cm mg/L N/A 2.0 mg/L

48 hr turn 
around 48 hr 48 hr 48 hr 1-2 week 1-2 week 8.5 48 hr 72 hr 1-2 week 48 hr o C

Chloride ConductivityTDS* pH

Bryte Lab 
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DateTOC**

DWR 6COC 
Sample Date

Bromide Boron

# DWRMilepost

DWR 
Resample 

Date
State Well 

ID #

Water 
Temp

T22 Sample 
Date***

Arsenic^ Selenium Nitrate Sulfate

170 167.04L 211919C03 7/15/2008 see WWD for T22 results
171 167.50R 211833E01 7/28/2008 see WWD for T22 results
172 167.50R 211833E01 7/28/2008 3 0.001 3.8 37 70 257 7.2 465 4.7 0.21 0.168 28.0 8/4/2008

173 167.84R 221804H01 Failed WWD sampling.
174 167.86RC 211828Q02 8/26/2008 4 0.005 22.3 410 90 815 7.45 1209 0.7 0.55 0.4 27.3 9/2/2008
175 167.86RA 211833G01 7/11/2008 5 0.001 2.4 334 30 652 8.5 966 1.3 0.16 0.666 31.5 7/21/2008
176 167.86RA 211833G01 7/28/2008 7 0.012 32.1 338 123 797 7.2 1233 1.1 0.66 0.488 28.0 8/4/2008
177 167.86RA 211833G01 8/5/2008 see WWD for T22 results
178 167.86RA 211833A01 7/1/2008 4 0.003 14.2 413 47 781 N.A. 1155 0.7 0.35 0.4 28.5 7/8/2008
179 167.86RB 211828A01
180 167.50R 211833E01 7/1/2008 14 <0.001 0.1 326 19 571 N.A. 913 0.8 0.1 0.6 31.3 7/8/2008
181 167.86RC 211828H01 6/30/2008 6 0.01 37.9 334 118 903 8.1 1246 0.7 0.67 0.506 31.2 7/11/2008
182 168.34R 211834 - new not pumping
183 169.21R 221803B01 not pumping
184 169.21R 221811C02
185 169.21R 221810K01 6/25/2008 11 0.004 2.1 309 44 601 903 0.8 0.25 0.514 6/30/2008

186 169.88L 221801E01 Failed WWD sampling.
187 169.88L 221802G05
188 171.50LB 221813K01 not pumping
189 171.50LA 221812R01 not pumping
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